To analyze the effect of summer ventilation on the thermal performance and energy efficiency of buildings utilizing phase change materials (PCMs), this paper simulated the indoor temperature variation and energy saving performance of buildings constructed with PCM under different ventilation conditions from June to September. With EnergyPlus and degree-day method, 48 ventilation schemes, including eight ventilation periods (3 h per period) and six ventilation quantities (0.5 ac/h to 3 ac/h), were modeled and simulated in five cities located in different climate regions in China. According to the results, it is believed that the simultaneous use of PCM and ventilation can significantly improve the indoor thermal comfort and offer a good energy saving performance in summer. Considering the economic benefits, different optimal ventilation schemes (including ventilation periods and ventilation quantities) were suggested for different climate regions.
Introduction
Due to the dual actions of outdoor air temperature wave and intense solar radiation on building envelopes, the indoor thermal load increases greatly in summer, which affects indoor thermal comfort considerably [1] [2] [3] . Nowadays, fans and air conditioners (AC) have become practically essential for staying comfortable at home during the day or the night. However, even the most efficient, newest models always occupy the top of the home energy consumption pyramid. Statistics show that in developed countries the most energy used in a typical home is for heating and cooling, which is 38% of the total energy use [4] [5] [6] and the energy demand for heating and cooling will continue to increase due to population growth, extreme weather conditions and thermal comfort levels [4] . Given the high demand on electricity, there is an increased risk that many cities/suburbs will be subject to periods of low power or outages affecting essential facilities and services, including health, security and so on. Undoubtedly, the energy efficiency of buildings has become a prime objective for energy policy at regional, national and international levels [6] .
Thermal energy storage techniques, using latent heat of phase change materials (PCM) to store and release thermal energy, are an effective and reliable means to enhance the energy efficiency of buildings [7, 8] . Heat is absorbed or released when the material changes from solid to liquid or vice versa. It is believed that composites incorporated with PCM are capable of reducing energy costs, peaks and fluctuations of indoor temperature [9] [10] [11] . They can also contribute to reducing CO2 emissions associated with heating and cooling. However, when selecting a desirable PCM for a particular application, the operating temperature of heating or cooling should be matched to the transition temperature of the PCM. Some PCMs suitable for building applications and in the temperature range of 18 °C to 40 °C were reviewed by Memon [12] . Nevertheless, the effectiveness of PCMs is strongly dependent on the local weather and none of the current PCMs is equally effective throughout the year [13] . Especially in some areas where the temperature difference between day and night is small, the amount of heat released by a PCM at night is less than its heat absorbed during the day. In other words, when the temperature at night is still higher than the melting temperature of PCM, the PCM is not able to fully crystallize and the phase change is incomplete, which affects the expected thermal function of PCM for next day, and consequently reduces the energy efficiency of PCM in buildings [14, 15] .
It is believed that the efficiency of PCM can be greatly enhanced if the building can be properly ventilated to release some of the heat gains during the night-time in summer, especially when the air temperature is close to the PCM melting temperature [16] . Typically, buildings can be ventilated in three different ways: natural, mechanical and mixed modes. Natural ventilation can be driven either by wind pressure or thermal pressure as shown in Figure 1 [17] . Buoyancy or wind-driven ventilation can remove heat gains of up to about 30 to 40 W/m 2 [18] . However, the natural ventilation is affected by meteorological conditions and a constant amount of ventilation over a prolonged period cannot be maintained [19] . In some large buildings, as a result of longer ventilation path and bigger air flow resistance, the natural ventilation by wind pressure and/or thermal pressure is also not sufficient to meet the indoor ventilation demands. In addition, the direct natural ventilation may bring in polluted air and noise from outside to affect the indoor environment. In this case, using mechanical means to assisted ventilation can ensure good indoor air quality [20] . In places where the cooling load exceeds 40 W/m 2 mechanical ventilation can also increase air flow locally and enhance heat transfer. Similarly, the mechanical ventilation can be used to speed up the heat releasing of PCM at night and the efficiency of PCM on thermal energy storage can be improved considerably. It is believed that the application of PCM on building envelops with proper ventilation may be one of the most effective measures to reduce building energy consumption [17] . Nowadays, the performance of PCM in buildings can be simulated using numerical modelling. In previous numerical studies, the phase change effect has been taken into account through several methods such as enthalpy method and heat capacity method, or using building simulation software such as TRNSYS, ESP-r and EnergyPlus [13, 21] . Among them, EnergyPlus has been shown to accurately predict the thermal performance of buildings with PCMs if several guidelines are met [22] . Hence, EnergyPlus has been adopted as the investigation tool in the present study. Cui et al [23, 24] have carried out a series of experimental and numerical studies with room models to verify the energy efficiency of PCMs in building envelopes. The authors' outdoor test research [25] was carried out in Shenzhen in the south of southern China's Guangdong Province, situated directly north of Hong Kong. For the research, a room model having dimensions of [545 mm (length) × 545 mm (width) × 560 mm (height)] was used to monitor the indoor temperature and humidity. The Nowadays, the performance of PCM in buildings can be simulated using numerical modelling. In previous numerical studies, the phase change effect has been taken into account through several methods such as enthalpy method and heat capacity method, or using building simulation software such as TRNSYS, ESP-r and EnergyPlus [13, 21] . Among them, EnergyPlus has been shown to accurately predict the thermal performance of buildings with PCMs if several guidelines are met [22] . Hence, EnergyPlus has been adopted as the investigation tool in the present study. Cui et al [23, 24] have carried out a series of experimental and numerical studies with room models to verify the energy efficiency of PCMs in building envelopes. The authors' outdoor test research [25] was carried out in Shenzhen in the south of southern China's Guangdong Province, situated directly north of Hong Kong. For the research, a room model having dimensions of [545 mm (length) × 545 mm (width) × 560 mm (height)] was used to monitor the indoor temperature and humidity. The walls of the room model were made up of normal concrete. In order to have a better understanding of the effect of macro-encapsulated PCM on the indoor temperature and humidity levels, three room models with PCM placed in different positions (externally bonded, laminated within and internally bonded) were constructed ( Figure 2 ). For Type I, the four faces of the room model were externally bonded with 20 mm stainless steel boxes encased with paraffin. In Type II, the stainless steel boxes were placed between the 40 mm concrete walls while in Type III, 20 mm stainless steel boxes were internally bonded with 40 mm concrete walls of the room model. For comparison, another room model (Control model without PCM) of similar size was also constructed. The ceiling of all the room models was covered with 15 mm wooden plate and 30 mm insulating material having low thermal conductivities while the gaps were sealed with silicon sealant. The test results showed that, in comparison to the control model, the models with PCM can improve the thermal performance of building. In addition, by shifting the loads away from the peak demand times, energy can be purchased at lower cost during the off-peak periods. The models with PCM showed higher values of minimum temperature. From this study, it can be concluded that the model with internally bonded PCM is much more effective. The model also showed its effective even when the relative humidity values remained 100% for longer duration. This feature can particularly be beneficial for buildings located in coastal cities where high moisture content existing in indoor environment can affect the durability of the building. walls of the room model were made up of normal concrete. In order to have a better understanding of the effect of macro-encapsulated PCM on the indoor temperature and humidity levels, three room models with PCM placed in different positions (externally bonded, laminated within and internally bonded) were constructed ( Figure 2 ). For Type I, the four faces of the room model were externally bonded with 20 mm stainless steel boxes encased with paraffin. In Type II, the stainless steel boxes were placed between the 40 mm concrete walls while in Type III, 20 mm stainless steel boxes were internally bonded with 40 mm concrete walls of the room model. For comparison, another room model (Control model without PCM) of similar size was also constructed. The ceiling of all the room models was covered with 15 mm wooden plate and 30 mm insulating material having low thermal conductivities while the gaps were sealed with silicon sealant. The test results showed that, in comparison to the control model, the models with PCM can improve the thermal performance of building. In addition, by shifting the loads away from the peak demand times, energy can be purchased at lower cost during the off-peak periods. The models with PCM showed higher values of minimum temperature. From this study, it can be concluded that the model with internally bonded PCM is much more effective. The model also showed its effective even when the relative humidity values remained 100% for longer duration. This feature can particularly be beneficial for buildings located in coastal cities where high moisture content existing in indoor environment can affect the durability of the building. Based on the authors' research experiences on practical room model tests [25, 26] , this paper aims to analyze the indoor thermal performance (by EnergyPlus) and energy saving performance (by degree day method) of buildings constructed with PCM under different ventilation conditions (including ventilation periods and ventilation quantities). The effect of ventilation on thermal performance and energy efficiency of buildings utilizing a PCM in different climate regions were also investigated. For a reliable comparison, only mechanical ventilation was utilized in this study. Based on the authors' research experiences on practical room model tests [25, 26] , this paper aims to analyze the indoor thermal performance (by EnergyPlus) and energy saving performance (by degree Energies 2017, 10, 1214 4 of 17 day method) of buildings constructed with PCM under different ventilation conditions (including ventilation periods and ventilation quantities). The effect of ventilation on thermal performance and energy efficiency of buildings utilizing a PCM in different climate regions were also investigated. For a reliable comparison, only mechanical ventilation was utilized in this study. The ventilation was designed in accordance with the requirements of GB50736-2012 [27] . It is generally accepted that ventilation has an impact on charging-discharging of PCMs in building envelopes and the building energy performance; however, such impact has not been studied quantitatively. The main novelty as well as the significant scientific contribution of this research is to examine the effects of different ventilation schemes on the thermal performance and energy efficiency of buildings utilizing PCMs by means of numerical simulations.
Methodology

Modeling and Climate Regions
To understand the effect of PCM on thermal performance of complex buildings, numerical simulations need to be carried out purposefully. It should be stressed that numerical simulation on a relatively simple geometry of room model is a widely acceptable approach to assess certain parameters on performance of building. In this study, a single-story building with a dimension of 6 m (length) × 6 m (width) × 3.6 m (height) was considered for the simulation as shown in Figure 3 . It is believed that the findings of this study can serve as meaningful direction for future research work on PCM application in complex buildings. The floor area and volume of the building were 36 m 2 and 129.6 m 3 , respectively. There was one south facing door with size of 0.9 m × 2.1 m and one 1.8 m × 1.8 m window on each of the south and north walls. The U-heat transfer coefficient of door and window were 2.8 W/m 2 K and 3.2 W/m 2 K, respectively. The window-wall ratio was 18%. The four external walls of the building were constructed with reinforced concrete and extruded polystyrene (XPS) insulation board. China is located in northern hemisphere, so the south and west walls of buildings are normally expected to receive the most solar radiation. Considering the magnitude of solar radiation, in this study, a 10 mm PCM enhanced wall board was mounted on the west and south walls of building to optimize the thermal storage function of building. The roof was of hip type with 15 degree pitch and 0.9 m long eaves on all four sides. The detail constructions and thermal physical properties of all building materials are shown in Table 1 . The PCM used in this paper was paraffin with a melting temperature of 27 ± 1 • C and latent heat of 153 kJ/kg based on the corresponding experimental tests. In fact, the PCM melting temperature plays a significant role in thermal control and energy saving performance of PCM. In our previous studies, PCM with melting temperature of 26-28 • C usually gave the best performance for buildings in most climate regions of China, so the PCM with a melting temperature of 27 ± 1 • C was chosen in this paper. The ventilation was designed in accordance with the requirements of GB50736-2012 [27] . It is generally accepted that ventilation has an impact on charging-discharging of PCMs in building envelopes and the building energy performance; however, such impact has not been studied quantitatively. The main novelty as well as the significant scientific contribution of this research is to examine the effects of different ventilation schemes on the thermal performance and energy efficiency of buildings utilizing PCMs by means of numerical simulations.
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Modeling and Climate Regions
To understand the effect of PCM on thermal performance of complex buildings, numerical simulations need to be carried out purposefully. It should be stressed that numerical simulation on a relatively simple geometry of room model is a widely acceptable approach to assess certain parameters on performance of building. In this study, a single-story building with a dimension of 6 m (length) × 6 m (width) × 3.6 m (height) was considered for the simulation as shown in Figure 3 . It is believed that the findings of this study can serve as meaningful direction for future research work on PCM application in complex buildings. The floor area and volume of the building were 36 m 2 and 129.6 m 3 , respectively. There was one south facing door with size of 0.9 m × 2.1 m and one 1.8 m × 1.8 m window on each of the south and north walls. The U-heat transfer coefficient of door and window were 2.8 W/m 2 K and 3.2 W/m 2 K, respectively. The window-wall ratio was 18%. The four external walls of the building were constructed with reinforced concrete and extruded polystyrene (XPS) insulation board. China is located in northern hemisphere, so the south and west walls of buildings are normally expected to receive the most solar radiation. Considering the magnitude of solar radiation, in this study, a 10 mm PCM enhanced wall board was mounted on the west and south walls of building to optimize the thermal storage function of building. The roof was of hip type with 15 degree pitch and 0.9 m long eaves on all four sides. The detail constructions and thermal physical properties of all building materials are shown in Table 1 . The PCM used in this paper was paraffin with a melting temperature of 27 ± 1 °C and latent heat of 153 kJ/kg based on the corresponding experimental tests. In fact, the PCM melting temperature plays a significant role in thermal control and energy saving performance of PCM. In our previous studies, PCM with melting temperature of 26-28 °C usually gave the best performance for buildings in most climate regions of China, so the PCM with a melting temperature of 27 ± 1 °C was chosen in this paper. Figure 4 . The mean temperatures in the coldest and hottest months in different climate regions according to Chinese national thermal design code for civil building [28] are provided in Table 2 . The cities chosen were Shenyang, Zhengzhou, Changsha, Kunming and Hong Kong (HK). The typical meteorological data of these cities included dry bulb temperature, humidity, horizontal/vertical radiation, and wind velocity etc between June 1 and September 30 were obtained from EnergyPlus official website and used for the simulation studies [29] . The influence of ventilation on indoor thermal comfort and energy consumption of PCM buildings in different climate regions were investigated. Figure 4 . The mean temperatures in the coldest and hottest months in different climate regions according to Chinese national thermal design code for civil building [28] are provided in Table 2 . The cities chosen were Shenyang, Zhengzhou, Changsha, Kunming and Hong Kong (HK). The typical meteorological data of these cities included dry bulb temperature, humidity, horizontal/vertical radiation, and wind velocity etc between June 1 and September 30 were obtained from EnergyPlus official website and used for the simulation studies [29] . The influence of ventilation on indoor thermal comfort and energy consumption of PCM buildings in different climate regions were investigated. [28] .
Climate Regions Mean Temperature in
Coldest Month Hottest Month
Severe Cold
By taking the meteorological conditions into account, the indoor air temperature and energy consumption of building models in representative cities of five climate zones during June 1 to September 30 were simulated, and the effects of ventilation on indoor temperature variation and energy saving performance of building constructed with PCM was evaluated. Tables 3 and 4 shows the test cases used in the simulation studies along with PCM, ventilation quantities and ventilation periods in five cities. 
Determination of Energy Consumption for Building Cooling
In this research, the degree-day method was used to calculate the energy consumption for cooling the building. Based on the assumption that the thermostat set point temperature of air conditions (AC) and indoor heat gain are both constant, and considering the long-term average effect of heat transfer, it can be known that the solar radiation energy and indoor heat gain will be offset by the building heat loss, the room thermal environment keeps the balance when the average outdoor temperature is equal to a specific value, noted as balance-point temperature (T bal ). If the thermostat set point temperature of AC is equal to T bal (say 28 • C), the actual energy consumption will be proportional to the difference between the outdoor air temperature and 28 • C as expressed in Equation (1) .
where E c : Cooling energy consumption, (kW); T bal : Balance-point temperature ( • C); T i : outdoor air temperature, ( • C); η c : AC cooling efficiency(cop), which was assumed 3.0 in this paper; K tot : Building heat loss coefficient, Given the fact that T bal was a constant value which may affect the accuracy of results, a modified degree day method and a variable-based degree day method were proposed. The modified degree day method was basically the degree day method but the equation was multiplied by a coefficient C D . In this paper, the value of T bal was revised considering the variations of heat gains from equipment, people and solar radiation due to the differences of climate conditions, building constructions and material properties in various regions. In the variable-based degree day method, T bal was no longer a constant value, and it was calculated by the following Equations (2) and (3) [17] , as shown in Tables 5  and 6 :
where, T R : Thermostat set point temperature, ( • C), 28 • C was used in this paper; q: Average hourly solar radiation and indoor heat gain, (kW), as shown in Table 5 . Although the variable-based degree day method is a static method, it has been commonly used for determining heat transfer of buildings, in particular for residential buildings where the heat transfer primarily take place at their building envelopes. It has been stated that the variable-based degree day method can provide accurate forecast for summer energy consumption of buildings [17] . In this paper, the values of thermostat set point temperature in different cities were determined using the variable-based degree method, as shown in Table 6 . Summer cooling energy consumption was calculated by the variable-based degree day method with modified T bal . In order to calculate the ventilation energy consumption, the following Equation (4) was quoted from Chan's study [30] :
where, Q: Ventilator power, kW; G: Ventilation quantity, G = t × n × V, (m 3 ); n: Ventilation times per hour, (ac/h), which was 0.5~3 ac/h in this paper; t: Ventilation operating time, (h); V: Effective volume of enclosure, (m 3 ); ∆P: Air pressure of ventilators, (Pa), which was 800 Pa in this paper; η: Ventilation efficiency, which is 90% in this paper.
Energies 2017, 10, 1214 8 of 17 Figure 5 shows the results of indoor temperature of building models in different cities subjected to different ventilation and PCM conditions in the period between July 1 and July 3. It can be clearly seen that the indoor temperature could be reduced effectively with the use of ventilation, and a more significant reduction was observed for the building models containing PCM. However, when the ventilation was not provided, there was no significant difference in indoor temperature between the building models with and without PCM, except the models in Kunming. The reason is mainly due to the summer outdoor temperature in all cities studied (except Kunming) was very high and the temperature during most of the time was well above 30 • C. With such high temperatures, the PCM still remained in liquid state long after sunset. As a result, the phase transition of PCM was not effective and thus the energy storage function efficiency of the PCM was limited. Conversely, with the provision of mechanical ventilation, the indoor temperature observed in most cities decreased considerably, especially the buildings in cities located in mild climate regions, such as Kunming, Zhengzhou and Shenyang. The indoor temperature of buildings in the above-mentioned cities dropped to the range of the PCM melting temperature. Under the same ventilation condition (ventilation quantity was 1 ac/h and ventilation period was from 8:00 to 18:00), the building models with PCM showed lower indoor temperatures than that of models without PCM during the daytime, but their indoor temperatures during night-time were higher. Apparently the use of PCM could help shifting the peak indoor temperatures as shown in Figure 5 . For those models in Kunming, the effect of PCM on indoor temperature was insignificant. This is probably due to the fact that Kunming is in mild climate region, where the phase transition of PCM was not effective, because in Kunming the highest temperature in the hottest months (see Table 2 ) is still lower than the phase change temperature of PCM which is 27 • C in this study.
Results and Discussion
The Effect of Ventilation on Indoor Temperature
An indicator, aggregate discomfort degree for indoor temperature, I DCT ( • Ch) originally proposed by Lin et al. [31] was used to better evaluate the effect of PCM on indoor temperature in this study, which is expressed as follows:
where t in : Indoor air temperature, • C; t d : A comfortable temperature setting that usually ranged between 26 • C and 28 • C, and 28 • C was used in this paper. The smaller I DCT means the better indoor thermal comfort. Figure 6 shows the results of summer I DCT of building models in different cities with PCM and ventilation or not under the same ventilation quantity (1 ac/h) and ventilation period (8:00~18:00). The building models with ventilation showed lower I DCT values compared to that of building models without ventilation, and the values further decreased when PCM and ventilation were both applied. In general, the ventilation played a significant role in I DCT values as the building models with ventilation showed much lower I DCT compared to the models without ventilation, even the PCM was in place. In areas with constantly high temperature in summer like Changsha and Hong Kong, if there was no ventilation, the summer I DCT decreasing by PCM was almost negligible (78.41 in Changsha and 164.5 in Hong Kong). This is in line with the analysis results of the indoor temperature under different ventilation conditions.
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The Effect of Ventilation Period on Indoor Temperature and Energy Consumption
It is well known that the outdoor temperature fluctuates with time and the amount of solar radiation absorbed by buildings is affected by the solar radiation angle, so that the heat load of building invariably varies with time throughout the day. Therefore, the values of summer IDCT and cooling energy consumption would be different at most of the times. To understand the effect of 
It is well known that the outdoor temperature fluctuates with time and the amount of solar radiation absorbed by buildings is affected by the solar radiation angle, so that the heat load of building invariably varies with time throughout the day. Therefore, the values of summer I DCT and cooling energy consumption would be different at most of the times. To understand the effect of ventilation period on PCM thermal efficiency and energy saving performance, in this study, a day was divided into eight periods (3 h each period) and the corresponding values of summer I DCT and building energy consumption of building models at different periods were determined accordingly. The ventilation quantity was fixed at 1 ac/h. Tables 7 and 8 show the results of summer I DCT and building cooling energy consumption at different ventilation periods during summer. Note: The underline number is minimum data in the line. Note: The underline number is minimum data in the line.
As shown in Tables 7 and 8 , the values of summer I DCT and building cooling energy consumption observed for building models with PCM using ventilation at night in four cities like Hong Kong, Zhengzhou, Shenyang and Changsha, are significantly lower, which means the combination of ventilation at night-time and PCM can effectively improve the building indoor thermal environment. Because the outdoor air temperature was very high at daytime in summer, so only part of the indoor heat gained was released by the ventilation, and the PCM still remained in liquid state. However, the outdoor air temperature at night was relatively low, so the use of ventilation at night could help release most of the heat stored by PCM and thus not only solving the heat accumulation problem of PCM, but also making the PCM to work fully effective as the phase transition during 24-h time periods was complete. According to the data shown in Tables 7 and 8 , the best ventilation periods with the least summer I DCT and cooling energy consumption of building models were 15:00-18:00 in Kunming and 0:00-3:00 in other cities. Considering the duration of ventilation period, it is believed that only a 3-hour ventilation periods may be not long enough to allow the PCM to release the heat gained at night, so the duration between 0:00 and 9:00 was selected as a good ventilation period for buildings located in Hong Kong, Zhengzhou, Shenyang and Changsha areas.
Based on the results, the effect of daytime ventilation on summer I DCT of building models in Kunming was more pronounced compared to that of building models in other cities. The reason is also that the summer indoor thermal environment is relatively mild in Kunming. Considering the economic benefits, it is believed that appropriate natural ventilation instead of using PCM or mechanical ventilation is sufficient to ensure the indoor thermal comfort for buildings in Kunming, so the effect of ventilation quantity on indoor temperature and energy consumption in Kunming was not further studied in this research. Previous sections have shown that if ventilation was provided at different periods, the effect of PCM on indoor temperature and cooling energy consumption would be dissimilar. Apparently the impact on indoor thermal comfort the ventilation provided at night-time is greater than that provided during the daytime. In daytime, the phase change energy storage properties of PCM could improve the thermal inertia of building envelopes and thus keeping the indoor temperature from rising too fast and high. Whereas, the provision of ventilation at night brings in the outdoor cold air to release the indoor hot air as well as the heat stored by PCM. It is believed that the simultaneous use of PCM and ventilation would greatly reduce the summer indoor thermal load, and the cooling energy consumption could be effectively reduced. In order to study how ventilation quantity improve the performance of PCM on indoor temperature and energy consumption under different climate regions, the effect of ventilation quantity (i.e., air changes per hour) on I DCT in summer was studied, with the above-mentioned good ventilation period (0:00~9:00).
The relationship between I DCT and the change of ventilation quantity is shown in Figure 7 . It can be clearly shown from the figure that I DCT generally decreased with the increasing of air changes, but the decrease became insignificant when the ventilation quantity was 2 or higher. The study found that although the values of I DCT were so different among the four climate cities, the trend of their I DCT with ventilation quantity is broadly similar. Because there was nothing with large heat storage function in the room apart from the PCM in the building envelopes. When the ventilation quantity at night-time increased, the indoor temperature was soon close to the outdoor temperature, so the influence of ventilation on indoor temperature became insignificant. Figure 8 shows the effect of ventilation quantity on energy consumption in different cities. Like the indoor temperature results, the cooling energy consumption decreased with increasing quantity of ventilation, which means that the ventilation quantity also played a significant role in reducing the cooling energy consumption. In general, the greater the ventilation quantity provided, the greater the effect of PCM on energy savings. However, the effect of ventilation quantity on energy consumption became insignificant when more than 2 ac/h of ventilation was provided. It is clear that higher ventilation quantity can save more cooling energy consumption, however excessive mechanical ventilation also consumes a large amount of energy, so the cooling energy consumption, ventilation energy consumption and the total energy spent under different ventilation quantities in Figure 8 shows the effect of ventilation quantity on energy consumption in different cities. Like the indoor temperature results, the cooling energy consumption decreased with increasing quantity of ventilation, which means that the ventilation quantity also played a significant role in reducing the cooling energy consumption. In general, the greater the ventilation quantity provided, the greater the effect of PCM on energy savings. However, the effect of ventilation quantity on energy consumption became insignificant when more than 2 ac/h of ventilation was provided. It is clear that higher ventilation quantity can save more cooling energy consumption, however excessive mechanical ventilation also consumes a large amount of energy, so the cooling energy consumption, ventilation energy consumption and the total energy spent under different ventilation quantities in summer (from June 1 to September 30) were analyzed, and by taking economic consideration into account, the optimal amount of ventilation quantity for building models in different cities located at various climate regions were determined. In China, the energy price is not constant and increases with the amount of energy consumption during the day, in other words, the more energy consumed, the higher price would be. Moreover, the energy is charged based on the time of day of using electricity. Lower rates are available during off-peak hours and higher rates are charged during peak hours for the energy market. In this paper, the ventilation improvement on PCM energy saving performance was analyzed. Instead of comparing the total energy consumption, the reduced peak energy in summer was determined in this study. Due to the higher rates are charged during peak hours, it is of high economic and environmental benefits to reduce building peak energy consumption in peak seasons.
As shown in Figure 9 , the energy consumption observed for building models with PCM and night ventilation slightly increased at night during Aug 1 and Aug 3 in four regions, but the energy consumption significantly decreased during the day, especially during the peak hours. It is believed that the PCM played a significant role in reducing the energy load by shifting it from peak to off-peak hours, thus reducing the AC energy consumption during the daytime, and in particular the AC operating times during peak periods were reduced. The results of this study shows that the influence of ventilation quantity on energy saving of building with PCM was more pronounced in Changsha. The provision of 0.5 ac/h and 3 ac/h amount of ventilation could reduce 0.256 kWh and 0.325 kWh peak energy consumption, respectively. It can be seen from Figure 8 that the optimal amounts of ventilation quantity observed for different climate regions were different. The optimal ventilation quantity for Changsha was 2 ac/h with 773.01 kWh summer energy consumption and the reason is mainly due to the high environmental temperature and small temperature difference between day and night times in summer, consequently the PCM required more ventilation to complete the phase change cycle in Changsha. The summer climate of Zhengzhou and Shenyang was milder, so the PCM required less ventilation to complete the phase change cycle and the optimal ventilation quantity in Zhengzhou and Shenyang was 1 ac/h with 340.95 kWh and 0.5 ac/h with 152.28 kWh summer energy consumption, respectively.
Influence of Ventilation Quantity on Shifting Peak Energy Consumption of Building with PCM
In China, the energy price is not constant and increases with the amount of energy consumption during the day, in other words, the more energy consumed, the higher price would be. Moreover, the energy is charged based on the time of day of using electricity. Lower rates are available during off-peak hours and higher rates are charged during peak hours for the energy market. In this paper, the ventilation improvement on PCM energy saving performance was analyzed. Instead of comparing the total energy consumption, the reduced peak energy in summer was determined in this study. Due to the higher rates are charged during peak hours, it is of high economic and environmental benefits to reduce building peak energy consumption in peak seasons.
As shown in Figure 9 , the energy consumption observed for building models with PCM and night ventilation slightly increased at night during Aug 1 and Aug 3 in four regions, but the energy consumption significantly decreased during the day, especially during the peak hours. It is believed that the PCM played a significant role in reducing the energy load by shifting it from peak to off-peak hours, thus reducing the AC energy consumption during the daytime, and in particular the AC operating times during peak periods were reduced. The results of this study shows that the influence of ventilation quantity on energy saving of building with PCM was more pronounced in Changsha. The provision of 0.5 ac/h and 3 ac/h amount of ventilation could reduce 0.256 kWh and 0.325 kWh peak energy consumption, respectively. 
Conclusions and Recommendation
The present research showed that the thermal inertia of building envelopes increased substantially with the use of a PCM and a reasonable amount of mechanical ventilation as the indoor cumulative heat could be effectively released. It is believed that the simultaneous use of a PCM and ventilation can significantly improve the indoor thermal comfort in summer. Based on the simulation results, it was suggested that cities like Kunming where the summer indoor thermal environment was relatively mild, the indoor thermal comfort of buildings could be maintained with appropriate use of natural ventilation instead of using PCM and mechanical ventilation.
The results also showed that the thermal performance and energy saving efficiency of buildings utilizing a PCM could be improved when ventilation was in place, however, the effect was affected by different ventilation periods. Compared the results with ventilation during the daytime, the use of ventilation at night was more effective to improve the indoor thermal environment and reduced the cooling energy consumption for building with PCM. The optimal ventilation period was found between 0:00 and 9:00 for buildings in most climate regions.
In general, the greater the amount of ventilation quantity provided, the greater the improvement of PCM on the indoor thermal comfort, but the effect of ventilation quantity on energy consumption became insignificant when more than 2 ac/h of ventilation was provided. Considering the economic benefits, different optimal ventilation quantities in different climate regions were suggested. The optimal ventilation quantity suggested for the buildings in Changsha, Shenyang and Zhengzhou were 2 ac/h, 1 ac/h and 0.5 ac/h, respectively. In future studies, researchers need to start investigating actual buildings to accurately estimate the impacts of PCM. 
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